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CERTIFICATE OF COMPLIANCE

HAZARDOUS (CLASSIFIED) LOCATION ELECTRICAL EQUIPMENT

This certificate is issued for the following equipment:

9001/ab-c-d-e. Intrinsic Safety Barrier.

NI/I/2/ABCD/T4 Ta = 60°C; NI/l/2/IC/T4 Ta = 60°C;

AIS/LILIN/A/ABCDEFG — 90 016 11 31 1; Entity; [I/0] AEx [ia] lIC — 90 016 11 31 1; Entity
a=0or5 '

b = Polarity: 0 (negative), 1 (positive), 2 (ac), 3 (diode return +) or 4 (diode return -).

¢ = S afe maximum voltage Voc (Uo) in 1/10 V.

d = Safe short circuit current in Isc (lo) in mA.

e = Suffix 101, 111 or 141 not related to safety.

Special Conditions of Use:

1. The 9001 Intrinsic Safety Barriers shall be installed in compliance with the enclosure,
mounting, spacing and segregation requirements of the ultimate application and in ambient
temperature not exceeding 60°C.

Entity Parameters:

Voc (Uo) |Isc (lo) |Po Ca(Co) |La(Lo)
Type [\ [mA] [mW]  |[uF] [mH]
9001/0b-050-050-101 |5 50 625 |100 15
9001/0b-050-100-101 |5 100 125 100 4
9001/0b-050-150-101 |5 150 1875|100 13
9001/0b-083-442-101 _ |8.3 442 9172 |7.2 0.12
9001/0b-086-010-101 _ |8.6 10 215 6.2 300
9001/0b-086-020-101  |8.6 20 43 6.2 90
9001/0b-086-050-101  |8.6 50 1075 |6.2 15
9001/0b-086-075-101 _ |8.6 75 1613 |6.2 6.7
9001/0b-086-100-101  |8.6 100 215 6.2 4
9001/0b-086-150-101 _ |8.6 150 3225 6.2 13
9001/0b-086-270-101 |86 270 5805 |6.2 0.23
9001/0b-086-390-101 _ |8.6 390 8385 |6.2 0.16
9001/0b-126-020-101 _ |12.6 20 63 1.15 90
9001/0b-126-050-101  |12.6 50 1575 |1.15 15
9001/0b-126-075-101 _ |12.6 75 2363  |1.15 6.7
9001/0b-126-100-101  |12.6 100 315 1.15 4
9001/0b-126-140-101 _ |12.6 140|441 115 16
9001/0b-126-150-101  |12.6 150 4725 |1.15 13
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